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Abs t r ac t . In recent future, wireless sensor networks (WSNs) will expe
rience a broad high-scale deployment (millions of nodes in the national 
area) with multiple information sources per node, and with very specific 
requirements for signal processing. In parallel, the broad range deploy
ment of WSNs facilitates the definition and execution of ambitious stud
ies, with a large input data set and high computational complexity. These 
computation resources, very often heterogeneous and driven on-demand, 
can only be satisfied by high-performance Data Centers (DCs). The high 
economical and environmental impact of the energy consumption in DCs 
requires aggressive energy optimization policies. These policies have been 
already detected but not successfully proposed. 
In this context, this paper shows the following on-going research lines and 
obtained results. In the field of WSNs: energy optimization in the pro
cessing nodes from different abstraction levels, including reconfigurable 
application specific architectures, efficient customization of the memory 
hierarchy, energy-aware management of the wireless interface, and de
sign automation for signal processing applications. In the field of DCs: 
energy-optimal workload assignment policies in heterogeneous DCs, re
source management policies with energy consciousness, and efficient cool
ing mechanisms that will cooperate in the minimization of the electricity 
bill of the DCs that process the data provided by the WSNs. 

1 Introduction 

Wearable personal health systems for continuous monitoring are widely recog
nized to be a key enabling ICT technology for next-generation advanced citizen-
centric eHealth delivery solutions. Through enabling continuous biomedical mon
itoring and care, they hold the promise of improved personalization and quality 
of care, increased ability of prevention and early diagnosis, and enhanced patient 
autonomy, mobility and safety. Furthermore, wearable personal health systems 
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can help the eHealth sector realize its potentials in terms of rapid sustained 
market growth, reduction of healthcare costs and avoidance of unnecessary cost 
to the public purse. 

To provide the necessary accurate, integrated and long-term assessment and 
feedback, these wearable personal health systems must acquire, monitor and 
analyze a large number of physiological and metabolic parameters both during 
physical activity and rest. The number as well as the nature of the parame
ters of interest depends on the actual biomedical application/scenario and tar
get population, e.g., fitness and illness prevention (healthy people or people at 
risk), rehabilitation (patients after an event) or disease management (acute- or 
chronically-ill patients). 

It is largely accepted that Wireless Body Sensor Networks (WBSN) will be 
the underlying common architecture and technology of these personal health 
systems. More specifically, the WBSN will consist of a number of sensor nodes 
attached to the subject/patient body. Each WBSN node ensures the accurate 
sensing and capture of its target physiological data, its (pre-) processing and 
wireless communication to the wearable Personal Digital Assistant (PDA), which 
acts as the network coordinator and central data collector. This PDA will be re
sponsible for the storage, organization, complementary analysis and fusion of 
the collected physiological and metabolic information, its user-friendly represen
tation, and its dissemination to the relevant medical staff or central monitoring 
service through private and/or public wireless access networks. 

The signal processing applications executed in the nodes of the wireless body 
sensor network require complex operations that should be adapted to the na
ture of the sensed signal. Therefore, it is needed an efficient application-specific 
architecture but, at the same time, flexible enough to provide the required perfor
mance to every simultaneous process in execution (multiple sensors that capture 
multiple sources of information per node). 

The envisioned setting proposes a worldwide deployment of nodes for con
stant monitoring of biophysical and environmental variables, as already proposed 
in some ambitious European initiatives (FET Flagships 2013: Guardian Angels). 
The large amount of acquired data to be processed and stored, as well as the 
computing-demanding algorithms developed for the signal classification and the 
knowledge acquisition, requires the provision of powerful data centers distributed 
across the territory and communicated with the WBSNs. The incredible cost of 
operation and cooling of state-of-the-art data centers could be an obstacle for 
enterprises as the one proposed here or by the European Union, what motivates 
a research effort on cooling techniques and energy efficiency 

2 Power optimization in the processing nodes of the 
WBSNs 

Ultra-low power application-specific processors. In the application con
text of WBSNs, we can find multiple active elements (sensors and processors) 



integrated in a single silicon die, as well as the constraint of portable electron
ics. These facts explain the energy limitations found in these systems. A typical 
architecture of a WBSN node is composed of: a microprocessor, a data memory 
hierarchy, an instruction memory subsystem, sensors, actuators, RF transducer 
and an energy source [5]. In case of WBSNs for bio-medical applications, there 
is an additional constraint for the energy dissipation. The heat produced by 
bio-medical systems has to be carefully controlled to avoid any damage in the 
skin and tissues of the area of placement. A recent work by [21] that studied 
the energy distribution in an ASIP running a heart beat detection algorithm 
has shown that the two main sources of power consumption are the memories 
(especially, the instruction memory) and the functional units (FU). Therefore, 
the optimization of these two elements will benefit the efficiency of the proposed 
system. 

Design and control of a banked instruction memory is an efficient mechanism 
to reduce the leakage power [11]. Most of the traditional approaches assume that 
the configuration of the memory in banks is performed statically. However, a few 
approaches also allow a dynamic selection [6], increasing the complexity of the 
control logic. 

Historically, the Functional Units have been monolithic elements with a static 
behavior. Recently, several units with a dynamic changing function have ap
peared in the literature. For example, reconfigurable functional units [8] are 
functional units based on look-up tables capable of modifying the operation 
upon selection of the control signals. The morphable functional units, already 
existing in the industry [13], and the mutable functional units [18] are elements 
that implement several functionalities with a slight increment in the logic area. 
Similarly, the variable-latency functional units present an improved performance 
with a limited overhead [2]. However, most of these works only evaluate the 
area/performance trade-off, but do not analyze the impact on power consump
tion that the multiple alternatives can have. 

Power optimization in the radio interface. In WSNs, the radio represents 
a considerable portion of the power consumption in the node. Two different 
approaches can be considered in order to optimize this fact: reducing the volume 
of information to be transmitted, or reducing the overhead of the communication 
protocol. 

Nowadays, a novel technique for information compression has emerged: the 
compressed sensing. This technique reduces drastically the sampling frequency 
under the Shannon limit. The algorithm is based in two premises: the information 
dispersion exhibited by some signals (what allows the compression), and the 
availability of a dictionary to represent the signal with a very limited number of 
samples. This technique can be efficiently used in signals that own the mentioned 
characteristics, like images, voice, bio-medical signals, etc. 

The optimization of the MAC layer in IEEE 802.15.4 (the “de facto” standard 
adopted for wireless communication in low-cost sensor networks) is becoming 
very popular nowadays in the research community. Different energy minimization 
techniques have been proposed, where the radio link is turned into a low-power 



state when the data transmission or reception is not required [17]. Also, other 
approaches adapt the duty cycle to the network needs [15], or reduce the idle-
listening cycle required by the MAC layer [12]. 

Design automation of applications for the processing node. The devel
opment and optimization of applications for signal processing in the processing 
nodes is a time-consuming task, with a huge manual effort. An optimal imple
mentation of the algorithm must adapt the application to the platform in order 
to exploit the available resources, reduce the computing overhead and mem
ory use, and hence the energy consumption. The use of a high-level model of 
the system can help on performing a quick and energy-efficient mapping of the 
application specified in a design language to the node. 

There are several approaches described in the literature that propose models 
of WSNs, but most of them only characterize in terms of energy the micropro
cessor, the memory, or the radio interface. Other approaches consider an holistic 
view of the system [3], but lack of an analytical model and topologies similar to 
the ones found in WBSNs. 

Finally, the model created for the network can be used in a design framework 
to optimize the development of the applications in an efficient manner. One of 
this frameworks is described in [4]. However, the abstraction layer considered in 
this work to model the processing nodes is too high to enable any optimization 
mechanism in terms of adaptation of the application to the architecture for 
energy-saving purposes. Another perspective is shown in [10], where the user 
can specify the different tasks executed by the application. Unfortunately, this 
approach does not consider the various network topologies and node set-ups that 
drive the power consumption. 

Power optimization in data centers. In modern facilities, the infrastruc
ture energy consumption represents nearly 30% of the total cost. The largest 
part of the electricity bill belongs to the cooling cost, while 10-15% is due to 
transformation losses. 

The research on this area has been focused in two different lines. One of them 
targets the energy savings in computing, while the other looks for savings in the 
cooling mechanism. Although these two lines could be analyzed together, the 
state-of-the-art considers them as different realities of a single problem. Only 
works like [1] deal with the joint problem. 

Most of the solutions proposed in the lowest abstraction levels have focused 
on hot-spot reduction. These approaches reduce the effort of the cooling tech
niques and alleviate the reliability issues. We can find the works related to 
thermal-aware floorplanning [7], and the task selection and task assignment al
gorithms [20]. 

At the operating system level, there are also some works that look for bal
ancing the workload and delay the execution of hot tasks [16]. However, it is 
at the server level where the most popular techniques for low-overhead thermal 
optimization techniques can be found. These solutions use DVFS techniques [9], 
Vary-On Vary-Off and all those that take advantage of unloaded machines [22]. 



In terms of cooling cost, the optimization techniques also exploit the thermal 
heterogeneity of the data center. If heavier workloads are assigned to those spots 
easier to cool down, the task scheduling will be more efficient in terms of energy 
for cooling [14]. A similar approach can consider the load balancing between hot 
to cold areas in the room [19]. 

3 Holistic Optimization Approach 

The proposed approach considers all the agents implied in the computing paradigm 
mentioned in Section 1 to build a strategy for energy/cost minimization. 

Design of embedded processors for signal processing. This strategy an
alyzes and implements several architectures of reconfigurable instruction memo
ries. In order to optimize the power consumption in the instruction memory for a 
given compiler and application, i t is necessary to explore the di erent implemen
tations of the memory. Starting with a distributed implementation, this phase 
introduces several architectural modifications considering the application map
ping, the execution profile, and the compiler optimizations. The results obtained 
show how the proper selection of, for example, the instruction memory architec
ture can impact dramatically the energy consumption (Figure 1 shows the total 
energy consumption for di erent implementations of the instruction memory: 
SPM - scratch pad memory, SPM; central loop bu er, CELB; clustered loop 
bu er, CLLB). 

Fig . 1 . Normalized energy consumption 

Also, this phase proposes the dynamic reconfiguration of complex hardware 
arithmetic operators. The design of functional units with a tunable architec-



ture for both complex and simple operations, allow the fine fitting of the en
ergy/performance curve. 

Power optimization i n the radio interface This strategy proposes and 
implements a framework for signal analysis to develop the compressed sensing 
technique for several bio-signals. Also, during this phase, an analytical model of 
the IEEE 802.15.4 MAC layer is developed. In this way, the impact of tuning 
several parameters in the MAC implementation can be understood. 

At this stage, a set of case studies, for which the monitoring of bio-signals and 
the power optimization with Quality of Service constraints have to be satisfied, 
is provided. 

Design automation of applications for the processing node. This strat
egy provides a generic high-level model of the architecture, where the integrating 
components are described and the relations among them are also captured. This 
model facilitates the creation of a concrete architectural instance, as well as the 
analysis of impact of design parameters in power consumption. The analysis 
shows results like those presented in Table 1 where the impact in power con
sumption of tuning several application-level parameters have been evaluated. 

Ta b l e 1 . Power analysis of algorithmic parameters (ECG delineation application) 

Method 

2-lead 
16-bit in t 
Cubic spline 

2-lead 
16-bit in t 
Morphological 

Single-lead 
16-bit in t 
Lead 1 

Single-lead 
16-bit in t 
Lead 2 

Tolerances (2s 

Parameter 

Se (%) 
+ P (%) 

m ± s (ms) 

Se (%) 
+ P (%) m i n 

m ± s (ms) 
Se (%) 
+ P (%) 

m ± s (ms) 

Se (%) 
+ P (%) m i n 

m ± s (ms) 
CSE ) 

P onset 

94.02 
95.15 

4.1 ± 17.1 

96.24 
91.19 

2.5 ± 16.4 

98.84 
92.66 

13.4 ± 14.8 

97.31 
91.76 

10.4 ± 19.4 

10.2 

P peak 

94.02 
95.42 

12.8 ± 12.1 

96.24 
91.38 

14.7 ± 13.4 

98.84 
92.93 

15.6 ± 12.1 

97.09 
92.21 

6.9 ± 16.9 

– 

P end 

94.05 
95.49 

- 2 . 1 ± 14.2 

96.27 
91.55 

- 1 . 9 ± 15.5 

98.87 
93.24 

1.6 ± 13.2 

96.81 
91.43 

- 8 . 5 ± 17.9 

12.7 

QRS onset 

99.67 
99.23 

3.2 ± 8.7 

99.75 
97.07 

6.9 ± 8.0 

99.61 
99.56 

5.4 ± 8.4 

99.67 
98.61 

8.6 ± 12 .6 

6.5 

QRS end 

99.67 
99.20 

7.3 ± 11.9 

99.75 
97.07 

9.0 ± 9 . 1 

99.61 
99.56 

1.5 ± 10.1 

99.72 
98.72 

8.7 ± 13.1 

11.6 

1 

5 

5 

3 

T peak 

98.00 
99.23 

.9 ± 17.4 

98.33 
98.58 

.3 ± 19.3 

99.35 
99.49 

.3 ± 18.4 

99.35 
98.90 

.5 ± 23.5 

– 

T end 

97.94 
98.72 

- 4 . 1 ± 25.3 

98.11 
98.08 

- 1 1 . 4 ± 24.9 

99.32 
99.24 

- 5 . 3 ± 22.7 

99.18 
98.38 

- 4 . 6 ± 27.2 

30.6 

Also, this phase develops a framework for the automatic design and optimiza
tion of applications. This framework is composed of a set of tools that start with 
a high-level description and help on executing tasks like the application mapping 
to the network nodes, or the optimization for different target architectures. 

Energy optimization in data centers. This strategy analyzes and imple
ments several resource managing techniques at different abstraction levels, ex
ploiting the heterogeneity of applications and computing resources for energy 
minimization. For this purpose, a characterization of such computing facilities 
and the workload is needed in order to facilitate the efficient assignment. 



As an example of the potential savings, consider the energy consumed by 
individual tests in Figure 2. The generated workload is composed of 12 differ
ent tasks from the SPEC CPUINT 2006 benchmark. This benchmark has been 
executed in three different processors. At a first glance, we can see that there is 
margin for improvement. For example, even though the Intel Xeon server should 
be better than the others, there are some tasks in which the Sparc server out
performs the Intel. On the other hand, the Sparc server behaves very bad with 
some specific tasks. This experiment demonstrates that a proper usage of hetero
geneity and an efficient optimization algorithm could lead to significant energy 
savings in current data centers. 

SpecCpuInt2006 - Energy variation per task 
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Fig . 2. Variation on energy consumption of SPEC CPUINT 2006 depending on the 
target processor 

At this stage, the analysis of the cooling mechanism is performed, and the 
development of control techniques for the dynamic tuning of the room tempera
ture. This task allows to anticipate the e ect of the tasks in execution. A set-up 
of distributed sensors is deployed to capture the metrics: temperature, humidity, 
air flux and direction. 
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